
Freon™ MO99
Refrigerant

8 Basic Steps to Retrofit from R-22 to  
Freon™ MO99 Refrigerant

Non-Refillable 
Dispos-A-Can Container

No Rellenable 

Envase

REFRIGERANT GAS N.O.S.

(1,1,1,2-TETRAFLUOROETHANE,

PENTAFLUOROETHANE)

UN1078

PRECAUCIÓN
PARA UN RENDIMIENTO CORRECTO, CARGAR SÓLO CON LÍQUIDO.

SÓLO EN CUANTO A INFLAMABILIDAD. FREON™ MO99. REFRIGERANTE. PEOR CASO PARA LA

FORMULACIÓN DEL REFRIGERANTE: SU TEMPERATURA DE AUTOIGNICIÓN ES MENOS DE O IGUAL A

750˚C (1382˚F). NO HAY LÍMITES DE INFLAMABILIDAD A 100˚C (212˚F). PEOR CASO PARA EL

REFRIGERANTE FRACCIONADO: NO HAY LÍMITES DE INFLAMABILIDAD A 60˚C (140˚F). 1P26

CAUTION
FOR PROPER PERFORMANCE, CHARGE WITH LIQUID ONLY.

AS TO FLAMMABILITY ONLY. FREON™ MO99. REFRIGERANT. WORST-CASE FORMULATION 

REFRIGERANT: HAS AN AUTOIGNITION TEMPERATURE LESS THAN OR EQUAL TO 750˚C (1382˚F). 

NO LIMITS OF FLAMMABILITY AT 100˚C (212˚F). WORST-CASE FRACTIONATED

REFRIGERANT: NO LIMITS OF FLAMMABILITY AT 60˚C (140˚F). 1P26

PRODUCT OF U.S.A.
PRODUCTO DE EE.UU.

GAS REFRIGERANTE N.O.S.

(1,1,1,2-TETRAFLUOROETANO,

PENTAFLUOROETANO)

UN1078

Net Weight
(Contenido Neto)

25 lb
11.35 kg

VOLTEE EL CILINDRO PARA

DESCARGAR LÍQUIDO.

DESCARGUE SOLAMENTE EL LIQUIDO.OTHER END UP FOR LIQUID. 

UNLOAD LIQUID ONLY.
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Refrigerant
The Quick Switch to Replace R-22
El Cambio Rápido para Reemplazaral R-22

VOLTEE EL CILINDRO PARADESCARGAR LÍQUIDO.
DESCARGUE SOLAMENTE EL LIQUIDO.

OTHER END UP FOR LIQUID. UNLOAD LIQUID ONLY.
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Quick Switch Pocket Retrofit Guide



Freon™ MO99 Refrigerant

STEP 1: Review Freon™ MO99 retrofit guidelines, available on 
freon.com.
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STEP 2: Check baseline performance of R-22 system.
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STEP 3: Remove R-22 refrigerant from the system.
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STEP 4: Remove old filter drier, and replace with a new filter drier.
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STEP 5: Replace Schrader valve core seals.
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STEP 6: Pull vacuum on the system.
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STEP 7: Charge system with Freon™ MO99, and check system 
performance.
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STEP 8: Add the Freon™ MO99 label, and you’re done!



Freon™ MO99 Refrigerant

For Freon™ MO99 retrofit 
guidelines, retrofit success 
stories, and product 
information, visit: freon.com.

For more information on Freon™, or other refrigerants from Chemours, please contact your local representative.

The Chemours Company
1007 Market Street
Wilmington, DE 19899
Tel: 800-235-7882

freon.com

The information set forth herein is furnished free of charge and based on technical data that Chemours believes to 
be reliable. It is intended for use by persons having technical skill, at their own risk. Because conditions of use are 
outside our control, Chemours makes no warranties, expressed or implied, and assumes no liability in connection 
with any use of this information. Nothing herein is to be taken as a license to operate under, or a recommendation to 
infringe, any patents or patent applications.

© 2015 The Chemours Company FC, LLC. Freon™ and any associated logos are trademarks or copyrights of The 
Chemours Company FC, LLC. Chemours™ and the Chemours Logo are trademarks of The Chemours Company.
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